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В статье предложена принципиальная 
схема тяговой подстанции системы 
электроснабжения 2x25 кВ 
с трёхфазными трансформаторами 
и векторной диаграммой 
напряжений для высокоскоростных 
магистралей. Проведено сравнение 
систем электроснабжения 
2x25 кВ с однофазными 
и трёхфазными трансформаторами, 
рекомендована мощность 
трёхфазных трансформаторов для 
высокоскоростных магистралей. 
И всё это с учётом новых 
специальных технических условий, 
которые выработаны под задачи 
проектирования, строительства 
и эксплуатации российских ВСМ.
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Высокоскоростные пассажирские перевозки прибыльны и окупают себя, принося государству прямую 
экономическую выгоду, а также развитие 
регионов, по которым проходит трасса 
магистралей, и определённый статус в ми-
ровом сообществе .
В нашей стране запущена и функцио-
нирует первая высокоскоростная маги-
страль (ВСМ) Москва–Санкт-Петербург . 
Она электрифицирована на постоянном 
токе напряжением 3 кВ . К сожалению, 
практика показывает, что возникает мно-
жество проблем при эксплуатации элек-
трифицированной на постоянном токе 
скоростной магистрали . Это, в первую 
очередь, серьёзные «просадки» напряже-
ния на токоприемнике электроподвижно-
го состава (ЭПС) в середине фидерной 
зоны и, как следствие, необходимость ис-
пользования громоздких вольтодобавоч-
ных устройств на тяговых подстанциях, да 
еще и вынужденное ограничение скорости 
на определенных участках . Но для этой 
магистрали не выбирали род тока, а лишь 
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модернизировали имеющиеся тяговые 
подстанции .
Опыт электрификации высокоскорост-
ных магистралей в Японии показал, что 
при мощности электропоезда порядка 
16 МВт наиболее целесообразно использо-
вать автотрансформаторную систему элек-
троснабжения, получившую у нас название 
система тягового электроснабжения 
2x25 кВ (СТЭ 2x25 кВ) . Если в Японии на 
первой скоростной магистрали Токио–
Осака при системе электроснабжения 25 кВ 
расстояние между тяговыми подстанциями 
было порядка 20 км, то при продолжении 
электрификации магистрали по системе 
2x25 кВ это расстояние увеличилось до 
50 км [1] .
На данный момент ведутся работы по 
проектированию ВСМ-2 Москва–Казань–
Екатеринбург и сделано обоснование ин-
вестиций для ВСМ-3 Москва–Адлер . При 
отсутствии в начале проектирования рос-
сийских нормативных документов, регла-
ментирующих требования по строительст-
ву и эксплуатации специализированных 
железнодорожных линий со скоростью 
движения пассажирских поездов до 
400 км/ч, по заказу ОАО «Скоростные ма-
гистрали» Петербургским государствен-
ным университетом путей сообщения 
(ПГУПС) и рядом других организаций под 
руководством профессора А . Т . Буркова 
разработаны «Специальные технические 
условия «Железнодорожное электроснаб-
жение участка Москва–Казань–Екатерин-
бург . Технические нормы и требования 
к проектированию и строительству» (далее 
СТУ) . В СТУ указано, что при проектиро-
вании должны быть рассмотрены варианты 
схем тяговых подстанций с использовани-
ем однофазных, трёхфазных силовых 
трансформаторов, трансформаторов с сим-
метрирующим эффектом, устройств повы-
шения качества электроэнергии .
В обосновании инвестиций ВСМ-2 
предлагается построить систему электро-
снабжения из участка постоянного тока 
(Москва-Ногинск) и участка переменного 
тока 2x25 кВ (Ногинск–Казань), что реко-
мендовано СТУ .
Статья посвящена выбору рациональ-
ного варианта схемы трансформаторов 
тяговых подстанций системы электроснаб-
жения 2x25 кВ магистрали . Вопрос возник 
не случайно . По результатам тяговых рас-
четов, сделанных ОАО «Ленгипротранс» на 
стадии обоснования инвестиций, было 
рекомендовано применение однофазных 
тяговых трансформаторов мощностью 
48 МВА, что не соответствует требованию 
СТУ выбирать оборудование из ряда номи-
нальных значений, установленных стан-
дартом . К тому же ни один из отечествен-
ных заводов не выпускает однофазные 
трансформаторы такой мощности .
1.
Как правило, в нашей стране на тяговых 
подстанциях для питания тяговой сети 
системы 2x25 кВ устанавливаются одно-
фазные трансформаторы с расщеплённой 
вторичной обмоткой [2] . Имеется опыт 
Рис. 1. Принципиальная схема тяговой подстанции с однофазными трансформаторами.
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использования на Приволжской железной 
дороге и ранее на БАМ трёхфазных транс-
форматоров в системе 2x25 кВ .
На рис . 1 приведена схема тяговой под-
станции с однофазными трансформатора-
ми, учитывающая рекомендации СТУ: 
стопроцентное резервирование силовых 
трансформаторов и питание нетяговых 
потребителей от двух дополнительных 
трёхфазных двухобмоточных трансформа-
торов с высшим напряжением 220 кВ 
и вторичным напряжением 20 кВ . Такая 
схема рассмотрена и в обосновании инве-
стиций ВСМ-2 . Первичные обмотки двух 
трансформаторов Т1 и Т2 соединены в от-
крытый треугольник . Дополнительный 
трансформатор Т3 является резервным . 
Для питания трёхфазных потребителей 
с целью резервирования предусмотрены 
два трёхфазных трансформатора Т4 и Т5 . 
На рисунке КС –  контактная сеть, ПП – 
питающий провод, Р –  рельсы .
Существенным недостатком схемы 
с однофазными трансформаторами стала 
ненадёжная работа устройств регулирова-
ния напряжения под нагрузкой (РПН) . 
Скорость движения поезда зависит от на-
пряжения на токоприёмнике ЭПС . В СТУ 
установлено минимальное значение напря-
жения на токоприёмнике не менее 21 кВ . 
Номинальное напряжение в тяговой сети, 
при котором выполняются тяговые рас-
чёты, 25 кВ . Снижение напряжения на 
ВСМ до минимально допустимого приво-
дит к потере мощности ЭПС на 15 % 
и к уменьшению среднетехнической ско-
рости на 7–8 % [3] .
Одним из средств обеспечения необхо-
димого уровня напряжения в тяговой сети, 
в том числе и за счет изменения напряже-
ния на первичных шинах тяговых подстан-
ций, является автоматическое регулирова-
ние напряжения (АРПН) на трансформа-
торах тяговых подстанций . В первый же год 
эксплуатации системы электроснабжения 
2x25 кВ с однофазными трансформаторами 
на Вяземской дистанции электроснабже-
ния Московской железной дороги на одной 
из подстанций вышли из строя обмотки 
тонкого регулирования напряжения, осу-
ществляющие ступенчатое регулирование 
напряжения . В результате их пришлось 
зашунтировать [4] .
Выходило из строя устройство РПН на 
тяговой подстанции Мухтолово Горьков-
ской железной дороги . На подстанции 
Сергач работают только нечётные позиции 
такого регулятора напряжения . По запросу 
авторов получен ответ от ЦЭТ ОАО «РЖД», 
что АРПН в системе 2x25 кВ не использу-
ется по причине ненадёжной его работы .
Ненадёжная работа устройств РПН 
обусловлена следующими причинами . По 
условиям изоляции эти устройства, пред-
назначенные для регулирования числа 
витков в нейтрали первичной трехфазной 
обмотки, включены в две секции расщеп-
лённой вторичной обмотки низкого напря-
жения со стороны рельсов . При низком 
напряжении резко увеличиваются токи, 
Рис. 2. Принципиальная схема тяговой подстанции системы электроснабжения 2x25 кВ с трёхфазными 
трансформаторами (а), справа –  векторная диаграмма напряжений (б).
• МИР ТРАНСПОРТА, том 15, № 1, С. 48–62 (2017)
Чернов Ю. А., Дмитриева Н. Ю., Кокорина О. Ю. Система электроснабжения с трёхфазными 
трансформаторами для ВСМ
51
протекающие только через две фазы схемы . 
При этом через переключающее устройст-
во, подключённое к контактной сети, 
протекает существенно больший ток, чем 
через устройство, подключённое к питаю-
щему проводу, из-за большего сопротивле-
ния контура, питающего провод-рельсы, 
в который последовательно включены со-
противления линейных автотрансформа-
торов . Кроме того, на надёжность работы 
устройств РПН, особенно с низкой сторо-
ны, при питании тяговой нагрузки суще-
ственно влияют более частые короткие 
замыкания в тяговой сети по сравнению со 
стационарной энергетикой . Большая час-
тота коротких замыканий вызывается 
воздействием посторонних тел (части ва-
гонов, птицы), повреждениями на ЭПС, 
неисправностью токоприёмников, метео-
условиями (грозы, сильный ветер), неис-
правностями контактной сети .
Эти обстоятельства привели к тому, что 
в системе 2x25 кВ с однофазными транс-
форматорами автоматическое регулирова-
ние напряжения под нагрузкой, по данным 
Московской и Горьковской железных до-
рог, не практикуется . Однако в [3] для 
усиления системы электроснабжения ВСМ 
рекомендуется автоматическое поддержа-
ние напряжения на токоприёмнике за счёт 
регулирования напряжения на шинах тя-
говых подстанций .
2.
При разработке первых тяговых под-
станций системы 2x25 кВ для Байкало-
Амурской магистрали МИИТ, ВНИИЖТ 
и Трансэлектропроект предложили схему 
соединения трансформаторов подстанции, 
которую можно назвать (по аналогии со 
схемами Скотта и Вудбриджа) схемой Чер-
нова, с использованием трёхфазных транс-
форматоров с группой соединения обмоток 
У/Д-11, выпускаемых серийно для системы 
тягового электроснабжения 25 кВ [5] .
В этой схеме, показанной на рис . 2а, 
последовательно соединены две фазы вто-
ричных обмоток двух трёхфазных транс-
форматоров, один из которых имеет груп-
пу соединения обмоток У/Д-11, а другой – 
группу соединения У/Д-1 . При этом один 
трансформатор подключается к контакт-
ным проводам и справа, и слева от тяговой 
подстанции, а второй –  к проводам и пра-
вого, и левого плеч питания . Группа соеди-
нения У/Д-1 образуется путем одноимён-
ной двойной перемаркировки двух выводов 
стандартного трансформатора . Начало 
вторичной обмотки «а» соединяется с кон-
цом вторичной обмотки «z» .
Векторные диаграммы первичных 
и вторичных напряжений приведены на 
рис . 2б, где дополнительно обозначены 
автотрансформаторы (АТ) .
С целью симметрирования нагрузки 
фаз питающей сети, что предусмотрено 
в СТУ, следует чередовать присоединение 
наименее нагруженных фаз подстанций 
к высоковольтной линии (схема фазиров-
ки) . При этом схема подключения транс-
форматоров, присоединенных к контакт-
ным проводам, такая же, как и в СТЭ 
25 кВ . Схема фазировки трансформаторов, 
подключенных к питающим проводам, 
получается автоматически, что показано 
на рис . 3 .
Рис. 3. Схема фазировки трёх подстанций (П1-П3) со стандартными трёхфазными трансформаторами 
в системе 2x25 кВ.
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Схема тяговой подстанции с трёхфаз-
ными трансформаторами, соединенными 
последовательно, уступила схеме с одно-
фазными трансформаторами, потому что 
первоначально была предложена как схема 
с двумя трёхфазными трёхобмоточными 
трансформаторами . Резервирование пред-
полагалось осуществлять следующим 
образом . При выходе из строя трансфор-
матора, присоединенного к питающим 
проводам, осуществляется питание кон-
тактной сети с обеих сторон подстанции до 
ближайших автотрансформаторов по СТЭ 
25 кВ (рис . 4) .
Ближайший к подстанции автотранс-
форматор повышает напряжение до 50 кВ, 
и в результате на всем участке за ним до 
следующей тяговой подстанции работает 
система 2x25 кВ с двусторонним питанием 
тяговой сети . При выходе из строя транс-
форматора, присоединенного к контакт-
ным проводам, он заменяется трансфор-
матором, присоединенным к питающим 
проводам, путём оперативных переключе-
ний . Во время оперативных переключений 
продолжится питание тяговой сети от двух 
подстанций .
При реализации СТЭ 2x25 кВ с однофаз-
ными трансформаторами на БАМ отошли 
от идеи двухтрансформаторной подстанции . 
Для резервирования любого из однофазных 
трансформаторов устанавливается резерв-
ный . Для питания трёхфазных потребителей 
на территории тяговой подстанции предус-
матриваются два трёхфазных трансформа-
тора . В результате, если мощность одного 
тягового трансформатора достаточна для 
питания тяговой нагрузки плеча питания, 
на подстанции устанавливается минимум 
пять трансформаторов .
Отход от идеи двухтрансформаторной 
тяговой подстанции в системе 2x25 кВ 
позволил предложить и в системе с трёх-
фазными трансформаторами установку на 
подстанции третьего (резервного) тягового 
трансформатора [6] . Схема резервирования 
показана на рис . 5 .
По системе 2x25 кВ с трехфазными 
трансформаторами предполагалось элек-
трифицировать на ЮВЖД линию Кочетов-
ка–Ртищево . С этой целью в 1987 году 
Харгипротранс выполнил проект электри-
фикации этой линии по СТЭ 2x25 кВ 
с трехфазными трансформаторами на че-
тырёх тяговых подстанциях: Никифоровка, 
Рассказово, Кирсанов, Вертуновская . 
Проект был утвержден и получил средства . 
Но в связи с ухудшившимся экономиче-
ским положением в стране так и не был 
воплощен в жизнь . В последние годы вер-
нулись к электрификации этой линии, 
и Трансэлектропроектом был выпущен 
проект уже с пятью тяговыми подстанци-
ями .
Рис. 4. Принципиальная схема работы тяговой подстанции системы 2x25 кВ в аварийном режиме.
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Система 2x25 кВ с трехфазными транс-
форматорами позволяет просто организо-
вать прохождение высокоскоростной 
железнодорожной магистралью крупных 
городов (Владимир, Нижний Новгород, 
Чебоксары, Казань), опираясь на сущест-
вующую в них систему тягового электро-
снабжения 25 кВ с трёхфазными транс-
форматорами . При этом возможно ответ-
вление для пассажирских поездов со 
скоростью до 200 км/ч на магистрали 
с прежней системой 25 кВ .
3.
На ВСМ профессором А . Т . Бурковым 
предложен оригинальный способ сниже-
ния потерь напряжения в тяговой сети 
введением пакетного графика движения 
высокоскоростных поездов с интервалом 
не менее времени хода поезда по наиболее 
длинной межподстанционной зоне, что 
обеспечивает нахождение на одном пути 
между тяговыми подстанциями только 
одного поезда [3] . В этом случае при сред-
них расстояниях между подстанциями 
в Японии и Франции соответственно 50 
и 55 км межпоездной интервал равен 9–12 
минутам . Подобный интервал существенно 
снижает пиковую нагрузку проводов тяго-
вой сети, трансформаторов тяговых под-
станций, потери электроэнергии во всех 
элементах системы электроснабжения 
и повышает качество электроэнергии на 
шинах тяговых подстанций . При такой 
организации движения поездов пиковая 
нагрузка подстанций будет одноплечей, 
когда два встречных поезда находятся меж-
ду двумя подстанциями, и двухплечей – 
при нахождении встречных поездов по 
разные стороны от подстанции .
При реализации предложенного в [3] 
интервала пакетного графика движения 
применение симметрирующих трансфор-
маторов Скотта и Вудбриджа в системе 
2x25 кВ на ВСМ в основном из-за однопле-
чей нагрузки тяговых подстанций практи-
чески не даёт им преимущества по сниже-
нию токов обратной последовательности 
в питающей сети . Возможен обратный 
результат при обеспечении требования 
СТУ о необходимости параллельной рабо-
ты тяговых подстанций . Если при однофаз-
ных и трёхфазных трансформаторах за счёт 
чередования нагрузок фаз от параллельно 
работающих подстанций токи обратной 
последовательности источников питания 
Рис. 5. Принципиальная схема подключения резервного тягового трансформатора в СТЭ 2x25 кВ 
с трёхфазными трансформаторами.
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от нагрузок разных подстанций складыва-
ются векторно под углом 120°, то при одно-
плечей нагрузке токи обратной последова-
тельности источников питания от симме-
трирующих трансформаторов складывают-
ся арифметически со сдвигом на 180° от 
нагрузок с одной и другой стороны тяговой 
подстанции . Только при равенстве нагру-
зок с двух сторон, что возможно на ВСМ 
в единичных случаях, реализуется симме-
трирующий эффект .
В работе [3] четко показано, что в схеме 
для системы 2x25 кВ Скотта–Вудбриджа 
трансформатор не присоединен к рельсу . 
И тогда на стороне 50 кВ требуется основ-
ное оборудование на этот класс напряже-
ния . В России нет такого класса напряже-
ния . Реализация схемы возможна только 
при использовании в ней основного обо-
рудования класса 110 кВ, что значительно 
дороже . С целью использования оборудо-
вания класса 35 кВ в РУ 2x25 кВ в нашей 
стране трансформаторы присоединяются 
к рельсам, что определяет неравенство 
нагрузок обмоток трансформаторов, при-
соединенных к контактной сети и питаю-
щему проводу .
Предложение профессора А . Т . Буркова 
позволяет просто оценить необходимую 
мощность трёхфазных трансформаторов 
в системе 2x25 кВ на ВСМ . Анализ основ-
ных параметров высокоскоростных поез-
дов [3] показывает, что максимальную 
мощность 18,24 МВт имеет поезд, выпу-
щенный в Японии в 1995 году . На основа-
нии этого для оценки мощности трёхфаз-
ных трансформаторов в системе 2x25 кВ 
принята наибольшая мощность электро-
поезда 20 МВт, потребляющая от обмоток 
трансформаторов тяговых подстанций ток 
727 А . Учтём, что в случае нахождения 
поезда между автотрансформаторами трёх-
фазный трансформатор, включённый 
между контактным проводом и рельсом, 
нагружен на 10 % больше, чем трансфор-
матор, подключённый между питающим 
проводом и рельсами [7] . Последнее опре-
деляется большим сопротивлением нерас-
щеплённого питающего провода и после-
довательно включённого с ним автотран-
сформатора . В результате нагрузка плеча 
питания, подключённого к наиболее на-
груженному трансформатору между кон-
тактным проводом и рельсом, от одного 
поезда составит 400 А (55 % от тока поезда) 
при одностороннем питании тяговой сети . 
В дальнейшем под нагрузкой плеча пита-
ния понимается нагрузка, приходящаяся 
на трансформатор, присоединённый к кон-
тактным проводам .
Оценим возможность использования 
при мощности электропоезда 20 МВт двух 
последовательно включенных трёхфазных 
трансформаторов мощностью 40 МВА при 
одностороннем питании тяговой сети . 
Оценка проведена для наиболее нагружен-
ного трансформатора .
Стандартный трёхфазный трансформа-
тор мощностью 40 МВА с напряжением 
вторичной обмотки 27,5 кВ имеет номи-
нальный ток обмотки 485 А . Поскольку на 
обмотку трёхфазного трансформатора при-
ходится не весь ток плеча питания (в отли-
чие от однофазного трансформатора), а 2/3 
его, то номинальный ток фазы достигается 
при одноплечей нагрузке 727 А, что равно 
току поезда при его мощности 20 МВт . При 
одинаковой нагрузке с двух сторон номи-
нальный ток двух наиболее нагруженных 
фаз трансформатора достигается при токах 
550 А на каждом плече .
При расположении двух поездов с тока-
ми 400 А по разные стороны от подстанции 
токи двух наиболее нагруженных фаз будут 
меньше их номинальных значений .
В случае нахождения двух поездов меж-
ду подстанциями следует рассмотреть два 
варианта их взаимного расположения . 
Более легкий вариант –  когда поезда нахо-
дятся между автотрансформаторами . Тогда 
одноплечая нагрузка от двух поездов 800 А 
превысит номинальный ток наиболее на-
груженной фазы трансформатора на 10 % . 
Максимальный кратковременный пик 
одноплечей нагрузки наиболее нагружен-
ной фазы трансформатора будет, когда 
встречные поезда окажутся с одной сторо-
ны непосредственно у тяговой подстанции . 
При этом возникает одноплечая нагрузка 
от двух поездов . Между последовательно 
включёнными трансформаторами она рас-
пределяется обратно пропорционально 
относительно сопротивления трансформа-
тора, подключённого к контактным про-
водам, и суммарного сопротивления кон-
тура, состоящего из сопротивления кон-
тактная сеть–рельсы до ближайшего авто-
трансформатора, сопротивления самого 
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АТ, сопротивления контура, питающего 
провод–рельсы до ближайшего АТ, и со-
противления трансформатора, подключён-
ного к питающим проводам . Поскольку 
сопротивление от поезда в сторону транс-
форматора, подключённого к питающим 
проводам, существенно больше, то значи-
тельная часть нагрузки двух поездов при-
дётся на трансформатор, подключённый 
к контактным проводам .
Как показано в [7], два ближайших 
к подстанции АТ передадут на трансфор-
матор между питающим проводом и рель-
сом по 15 % нагрузки каждого поезда . 
В результате одномоментная нагрузка 
трансформатора, подключенного между 
контактной сетью и рельсом, составит 
70 % от суммы двух поездов, что превысит 
на 40 % номинальный ток наиболее нагру-
женной фазы . Продолжительность этого 
пика –  секунды, так как встречный поезд 
перейдёт на другую фидерную зону, а вто-
рой поезд достигнет ближайшего к под-
станции АТ . На температуру обмоток и на 
старение изоляции рассмотренный случай 
не повлияет, поскольку он маловероятен 
и происходит при недогрузке двух других 
фаз трансформатора, находящихся с наи-
более нагруженной фазой в общей масля-
ной ванне .
Следует иметь в виду, что приведенные 
перегрузки будут только у трансформатора 
мощностью 40 МВА, подключенного меж-
ду контактной сетью и рельсами при мощ-
ности электропоездов 20 МВт, когда между 
подстанциями находятся два поезда в слу-
чае питания тяговой сети от одной подстан-
ции . При мощности электропоездов 
12 МВт перегрузки не будет, как и в случае 
одностороннего питания .
При двустороннем питании тяговой сети 
перегрузки трансформатора не будет и при 
двух поездах мощностью 20 МВт, когда они 
находятся между автотрансформаторами . 
В случае одновременного нахож дения двух 
поездов мощностью 20 МВт с одной сторо-
ны непосредственно у подстанции возмож-
на кратковременная перегрузка трансфор-
матора и при двустороннем питании тяговой 
сети, но менее 40 % . Такая перегрузка 
кратковременно допустима для трансфор-
матора даже при одновременной перегрузке 
трёх фаз . Отметим, что при трёхфазных 
трансформаторах вероятность односторон-
него питания тяговой сети в 2 раза меньше, 
чем при однофазных .
При необходимости перегрузку транс-
форматора, подключенного к контактной 
сети, при двух поездах с одной стороны от 
подстанции можно устранить увеличением 
загрузки трансформатора, подключенного 
к питающему проводу, путём уменьшения 
сопротивления контура тяговой сети меж-
ду последовательно включенными транс-
форматорами . Это можно осуществить 
расщеплением питающего провода на 
участке между подстанцией и ближайшим 
АТ, установкой продольной компенсации 
на подстанции в контур питающий про-
вод–рельсы, а также уменьшением рассто-
яния от подстанции до ближайшего АТ .
Таким образом, мощности двух трёхфаз-
ных трансформаторов по 40 МВА, соеди-
нённых последовательно, достаточно для 
питания высокоскоростных поездов мощ-
ностью до 20 МВт при интервале между 
ними не менее времени хода поезда по наи-
более длинной межподстанционной зоне .
По заказу авторов заводом-изготови-
телем трансформаторного оборудования 
Схемное решение Тип 
трансформатора
Стоимость  
трансформатора,            
отн. ед.
Кол-во, 
шт.
Итого, 
отн. ед.
ОРДНЖ-25000/220 1 3
ТДН-10000/220 0,656 2
ТДНЖ-25000/220 0,937 3
ТДН-10000/220 0,656 2
Подстанция с тремя однофазными и 
двумя трёхфазными 
трансформаторами
4,123
4,313
Подстанция с пятью трёхфазными 
трансформаторами
Таблица 1
Сравнение капитальных затрат на трансформаторное 
оборудование тяговых подстанций СТЭ 2x25 кВ
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ЗАО «Энергомаш (Екатеринбург)–Урал-
электротяжмаш» проведена оценка отно-
сительной стоимости трансформаторов 
ОРДНЖ-25000/220; ТДН-10000/220; 
ТДТНЖ-25000/220 . Поскольку на данный 
момент завод не выпускает однофазные 
трансформаторы типа ОРДНЖ мощно-
стью более 25000 кВА, за единицу приня-
та известная стоимость однофазного 
трансформатора мощностью 25000 кВА . 
Исходя опять же из известной стоимости 
трехфазных трансформаторов, определе-
на их стоимость в относительных едини-
цах . Поскольку в обеих схемах РУ 2x25 кВ 
можно выполнить одинаково, с исполь-
зованием отечественного оборудования, 
то проведено сравнение двух схем только 
по стоимости трансформаторов . Два 
трансформатора ТДН-10000/220 необхо-
димы для питания нетяговых потребите-
лей на тяговых подстанциях в обоих 
случаях . Результаты относительной оцен-
ки стоимости трансформаторов тяговых 
подстанций СТЭ 2x25 кВ приведены 
в таблице 1 .
Результаты в таблице показывают, что 
при одинаковой стоимости трансформато-
ров для питания нетяговых потребителей 
вариант с однофазными трансформатора-
ми несколько дороже варианта с трёхфаз-
ными при одинаковой мощности силовых 
трансформаторов . При этом следует учесть, 
что однофазный трансформатор с предла-
гаемой мощностью 48 МВА будет дороже 
трёхфазного мощностью 40 МВА .
ВЫВОДЫ
1 . Учитывая размеры нашей страны 
и размещение народонаселения по срав-
нению с Японией и странами Западной 
Европы, а также численность населения 
России по сравнению с Китаем, проек-
тировать систему электроснабжения 
ВСМ с интервалом движения 5 минут на 
ближайшие 25 лет (срок службы транс-
форматоров) представляется нецелесо-
образным . Более рационально и эконо-
мично для России при проектировании 
системы электроснабжения ВСМ исхо-
дить из предложенной схемы организа-
ции движения поездов, когда интервал 
попутного следования определяется 
временем хода поезда по наиболее длин-
ной межподстанционной зоне . В зависи-
мости от скорости поезда этот интервал 
будет равен 9–14 минутам .
2 . Принимая во внимание ряд суще-
ственных преимуществ рассмотренной 
схемы с трёхфазными трансформатора-
ми и особенно надёжную работу устройств 
РПН трёхфазных трансформаторов, ав-
торы предлагают для системы электро-
снабжения высокоскоростных магистра-
лей России схему с двумя рабочими, 
серийно выпускаемыми для системы 
тягового электроснабжения 25 кВ трёх-
фазными трансформаторами мощностью 
40 МВА, соединёнными последователь-
но, и одним резервным трансформатором 
такой же мощности . При этом если 
в обычной системе 25 кВ установленная 
мощность трансформаторов на подстан-
циях равна 80 МВА, то на ВСМ она станет 
120 МВА, что соответствует мировой 
практике .
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Background.  High-speed  passenger 
transportation is profitable and pays for itself, bringing 
direct economic benefits to the state, as well as 
development of the regions along which the main lines 
pass and a certain status in the world community.
In our country, the first high-speed rail (HSR) 
Moscow–Saint Petersburg has been launched and is 
functioning. It is electrified with a direct current of 3 kV. 
Unfortunately, practice shows that a lot of problems 
arise in the operation of a DC-electrified high-speed 
railway. First of all, this is a serious «drawdown» of 
voltage on the current collector of electric rolling stock 
(ERS) in the middle of the feeder zone and, as a 
consequence, the necessity of using bulky volt-adding 
devices in traction substations, and even forced speed 
limits in certain areas. But for this main line, the type 
of current was not chosen, but only existing traction 
substations were modernized.
The experience of electrification of high-speed main 
lines in Japan showed that with an electric train power 
of about 16 MW, it is most advisable to use an 
autotransformer power supply system, which we called 
2x25 kV traction power (2x2 kV TSP). If in Japan on the 
first high-speed main line Tokyo–Osaka with a power 
supply system of 25 kV this distance was about 20 km, 
with continuation of electrification of the main line using 
the system 2x25 kV the distance increased to 50 km [1].
At the moment, work is underway to design the 
HSR-2 Moscow–Kazan–Yekaterinburg and the 
POWER SUPPLY SYSTEM WITH THREE-PHASE TRANSFORMERS FOR HSR
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ABSTRACT
The article presents a schematic diagram of a 
traction substation of the 2x25 kV power supply 
system with three-phase transformers and a vector 
voltage diagram for high-speed lines. Power supply 
systems 2x25 kV with single-phase and three-phase 
transformers are compared, the power of three-
phase transformers for high-speed main lines is 
recommended. And all this taking into account the 
new special technical conditions that are worked out 
for the design, construction and operation of Russian 
HSR. 
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investment justification for the HSR-3 Moscow–Adler 
is made. In the absence of early design Russian 
documents regulating the requirements for the 
construction and operation of specialized railway lines 
with the speed of passenger trains of up to 400 km / h, 
at the request of JSC «High-speed main lines» 
Petersburg State Transport University (PSTU) and a 
number of other organizations under the leadership 
of professor A. T. Burkov developed «Special technical 
conditions» Railway power supply of Moscow–Kazan–
Yekaterinburg section. Technical standards and 
requirements for design and construction» 
(hereinafter referred to as STC). The STC specifies 
that the design should consider options for traction 
substation schemes using single-phase, three-phase 
power transformers, transformers with a balancing 
effect, devices for improving the quality of electricity.
In justification of the investment of HSR-2 it is 
proposed to build a power supply system from the DC 
section (Moscow–Noginsk) and the 2x25 kV 
alternating current section (Noginsk–Kazan), which 
is recommended by STC.
The article is devoted to the choice of a rational 
variant of the scheme of transformers of traction 
substations of the power supply system 2x25 kV of the 
main line. The question arose not by chance. Based 
on the results of traction calculations made by JSC 
«Lengiprotrans» at the stage of investment 
justification, it was recommended to use single-phase 
Pic. 1. Schematic diagram of traction substation with single-phase transformers.
Pic. 1. Schematic diagram of traction substation with single-phase 
transformers.
A significant drawback of the circuit with single-phase transformers was the 
unreliable operation of voltage-controlled load devices (VCL). The speed of the train 
depends on the voltage on the current collector of ERS. In STC, the minimum value 
of voltage on the current collector is not less than 21 kV. Nominal voltage in the 
traction network, at which traction calculations are performed, 25 kV. Reducing the 
voltage on HSR to the minimum allowed leads to a loss of ERS power by 15% and to 
a decrease in the average technical speed by 7−8% [3].
One of the means to provide the necessary voltage level in the traction 
network, including through changing the voltage on primary buses of traction 
substations, is automatic voltage regulation (ARPV) on transformers of traction 
substations. In the first year of operation of the 2x25 kV power supply system with 
single-phase transformers at the Vyazemskaya power supply distance of Moscow 
Railway, at one of the substations the fine voltage regulation windings failed that 
perform stepwise voltage regulation. As a result, they had to be shunted [4].
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traction transformers with a capacity of 48 MVA, which 
does not meet the STC’s requirement to choose 
equipment from a number of nominal values 
established by the standard. In addition, none of the 
domestic factories produces single-phase 
transformers of this power.
Objective. The objective of the authors is to 
consider power supply system with three-phase 
transformers, which can be applied on HSR.
Methods. The authors use general scientific and 
engineering methods, comparative analysis, scientific 
description, mathematical calculations.
Results.
1.
As a rule, in our country, single-phase transformers 
with a split secondary winding are installed in traction 
substations for supplying the traction network of the 
2x25 kV system [2]. There is an experience of using 
three-phase transformers in the 2x25 kV system on 
the Privolzhskaya railway and earlier on the BAM.
Pic. 1 shows the scheme of a traction substation 
with single-phase transformers, taking into account 
the recommendations of the STC: 100 % redundancy 
of power transformers and supply of non-traction 
consumers from two additional three-phase double-
wound transformers with a higher voltage of 220 kV 
and a secondary voltage of 20 kV. Such a scheme is 
also considered in justifying the investment of HSR-2. 
The primary windings of two transformers T1 and T2 
are connected to an open triangle. The additional 
transformer T3 is reserved. Two three-phase 
transformers T4 and T5 are provided for supplying 
three-phase consumers for redundancy purposes. In 
the figure, CN is the contact network, SW is the supply 
wire, and R is the rails.
A significant drawback of the circuit with single-
phase transformers was the unreliable operation of 
voltage-controlled load devices (VCL). The speed of 
the train depends on the voltage on the current 
collector of ERS. In STC, the minimum value of voltage 
on the current collector is not less than 21 kV. Nominal 
voltage in the traction network, at which traction 
calculations are performed, 25 kV. Reducing the 
voltage on HSR to the minimum allowed leads to a 
loss of ERS power by 15 % and to a decrease in the 
average technical speed by 7–8 % [3].
One of the means to provide the necessary 
voltage level in the traction network, including through 
changing the voltage on primary buses of traction 
substations, is automatic voltage regulation (ARPV) 
on transformers of traction substations. In the first 
year of operation of the 2x25 kV power supply system 
with single-phase transformers at the Vyazemskaya 
power supply distance of Moscow Railway, at one of 
the substations the fine voltage regulation windings 
failed that perform stepwise voltage regulation. As a 
result, they had to be shunted [4].
The VCL device at the traction substation 
Mukhtolovo of Gorky Railway failed. At the substation 
Sergach only odd positions of such a voltage regulator 
work. At the request of the authors, a response was 
received from the CET of JSC Russian Railways that 
ARPV in the 2x25 kV system is not used because of its 
unreliable operation.
Unreliable operation of VCL devices is caused by 
the following reasons. According to the insulation 
conditions, these devices, designed to regulate the 
number of turns in the neutral of the primary three-
phase winding, are included in the two sections of the 
split low-voltage secondary winding on the side of the 
rails. With a low voltage, the currents flowing through 
only two phases of the circuit sharply increase. In this 
case, significantly larger current flows through the 
switching device connected to the contact network 
than through the device connected to the supply wire, 
because of the greater resistance of the loop feeding 
the wire-rails, to which the resistance of the linear 
autotransformers is subsequently connected. In 
addition, the reliability of the VCL devices, especially 
on the low side, when powering the traction load is 
significantly affected by more frequent short circuits 
in the traction network compared to the stationary 
power. A greater frequency of short circuits is caused 
by the influence of foreign bodies (parts of wagons, 
birds), damage to ERS, malfunction of current 
collectors, weather conditions (thunderstorms, strong 
wind), faults in the contact network.
These circumstances led to the fact that in the 
2x25 kV system with single-phase transformers 
automatic regulation of voltage under load, according 
to the Moscow and Gorky Railways, is not practiced. 
However, in [3] it is recommended to automatically 
maintain the voltage on the current collector to 
improve the power supply system of the HSR by 
adjusting the voltage on the bus bars of the traction 
substations.
2.
When developing the first traction substations of 
the 2x25 kV system for the Baikal-Amur Mainline, MIIT, 
VNIIZhT and Transelectroproekt proposed a 
connection scheme for substation transformers, 
which can be called (by analogy with the Scott and 
connection scheme for substation transformers, which can be called (by analogy with 
the Scott and Woodbridge schemes) the Chernov scheme, using three-phase 
transformers with the winding group U / D -11, produced serially for the traction 
power supply system of 25 kV [5].
In this scheme, shown in Pic. 2a, two phases of the secondary windings of two 
three-phase transformers are connected in series, one of which has a winding group U
/ D-11, and the other is a U / D-1 connection group. In this case, one transformer is 
connected to the contact wires to the right and to the left of the traction substation, 
and the second to the wires of both the right and left arms of the power supply. The U
/ D-1 connection group is formed by the double-labeling of two terminals of a 
standard transformer. The beginning of the secondary winding “a” is connected to the 
end of the secondary winding “z”.
Vector diagrams of primary and secondary voltages are shown in Pic. 2b, 
where autotransformers (AT) are additionally indicated.
P c. 2. Schematic di gram of the traction substation of the power supply system 
2x25 kV with three-phase transformers (a), on the right – vector diagram of voltages 
(b).
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Pic. 2. Schematic diagram of the traction substation of the power supply system 2x25 kV with three-phase 
transformers (a), on the right –  vector diagram of voltages (b).
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Woodbridge schemes) the Chernov scheme, using 
three-phase transformers with the winding group 
U / D –11, produced serially for the traction power 
supply system of 25 kV [5].
In this scheme, shown in Pic. 2a, two phases of the 
secondary windings of two three-phase transformers 
are connected in series, one of which has a winding 
group U / D-11, and the other is a U / D-1 connection 
group. In this case, one transformer is connected to 
the contact wires to the right and to the left of the 
traction substation, and the second to the wires of both 
the right and left arms of the power supply. The U / D-1 
connection group is formed by the double-labeling of 
two terminals of a standard transformer. The beginning 
of the secondary winding «a» is connected to the end 
of the secondary winding «z».
Vector diagrams of primary and secondary 
voltages are shown in Pic. 2b, where autotransformers 
(AT) are additionally indicated.
In order to balance the load of the phases of the 
supply network, as provided in the STC, alternating 
the connection of the least loaded substation phases 
to the high-voltage line (phasing scheme) should be 
alternated. In this case, the connection diagram of 
the transformers connected to the contact wires is 
the same as in the TSP 25 kV. The phasing scheme of 
the transformers connected to the supply wires is 
obtained automatically, as shown in Pic. 3.
The scheme of the traction substation with three-
phase transformers, connected in series, yielded to 
the circuit with single-phase transformers because it 
was originally proposed as a circuit with two three-
phase three-winding transformers. The reservation 
was to be carried out as follows. In case of failure of 
the transformer connected to supply wires, the 
contact network is powered from both sides of the 
substation to the nearest autotransformers according 
to the TSP 25 kV (Pic. 4).
The nearest autotransformer to the substation 
increases the voltage to 50 kV, and as a result, on the 
whole section, a 2x25 kV system with a two-way power 
supply of the traction network operates behind it to the 
next traction substation. If a transformer connected to 
the contact wires fails, it is replaced by a transformer 
connected to the supply wires, by means of operational 
switching. During the operative switching, the traction 
network will continue to be powered from two substations.
When implementing STP 2x25 kV with single-
phase transformers at the Baikal-Amur Mainline 
departed from the idea of a two-transformer 
substation. To reserve any of the single-phase 
transformers, a backup is installed. Two three-phase 
transformers are provided for the supply of three-
phase consumers on the territory of the traction 
substation. As a result, if the power of one traction 
transformer is sufficient to supply the traction load of 
the power supply, at least five transformers are 
installed at the substation.
A departure from the idea of a two-transformer 
traction substation in the 2x25 kV system made it 
Pic. 3. Scheme of phasing of three substations (S1-S3) with standard three-phase 
transformers in the 2x25 kV system.
In order to balance the load of the phases of the supply network, as provided in 
the STC, alternating the connection of the least loaded substation phases to the high-
voltage line (phasing scheme) should be alternated. In this case, the connection 
diagram of the transformers connected to the contact wires is the same as in the TSP
25 kV. The phasing scheme of the transformers connected to the supply wires is 
obtained automatically, as shown in Pic. 3.
Pic. 3. Scheme of phasing of three substations (S1-S3) with standard three-
phase transformers in the 2x25 kV system.
The scheme of the traction substation with three-phase transformers, connected 
in series, yielded to the circuit with single-phase transformers because it was 
originally proposed as a circuit with two three-phase three-winding transformers. The 
reservation was to be carried out as follows. In case of failure of the transformer 
connected to supply wires, the contact network is powered from both sides of the 
substation to the nearest autotransformers according to the TSP 25 kV (Pic. 4).
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Pic. 4. Schematic diagram of the operation of the traction substation of the 
2x25 kV system in emergency mode.
The nearest autotransformer to the substation increases the voltage t  50 kV, 
and as a result, on the whole section, a 2x25 kV system with a two-way power supply 
of the traction network operates behind it to the next traction substation. If a 
tran form r connected to the tact wires fails, it is replaced by  transformer 
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operative switching, the traction network will continue to be powered from two 
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Pic. 4. Schematic diagram of the operation of the traction substation of the 2x25 kV system in emergency mode.
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possible to offer installation of a third (backup) traction 
transformer in a system with three-phase transformers 
[6]. The redundancy scheme is shown in Pic. 5.
A 2x25 kV system with three-phase transformers 
was supposed to electively connect the Kochetovka–
Rtishchevo line to the South-East Railway. To this end, 
in 1987, Khargiprotrans completed the project of 
electrification of this line for 2x25 kV STP with three-
phase transformers at four traction substations: 
Nikiforovka, Rasskazovo, Kirsanov, Vertunovskaya. 
The project was approved and received funds. But in 
connection with the deteriorating economic situation 
in the country was not implemented. In recent years, 
we have returned to the electrification of this line, and 
Transnelectroproject has already issued a project with 
five traction substations.
The 2x25 kV system with three-phase transformers 
makes it possible to simply organize the passage of 
high-speed railway of large cities (Vladimir, Nizhny 
Novgorod, Cheboksary, Kazan) based on the existing 
25 kV traction power system with three-phase 
transformers. At the same time, a branch for 
passenger trains with a speed of up to 200 km / h on 
a main line with the old 25 kV system is possible.
3.
At HSR professor A. T. Burkov proposed an 
original way to reduce voltage losses in the traction 
network by introducing a package schedule for the 
movement of high-speed trains with an interval of at 
least the train travel time along the longest inter-
substation zone, which ensures only one train on one 
track between traction substations [3]. In this case, 
at medium distances between substations in Japan 
and France, respectively, 50 and 55 km, the inter-train 
interval is 9–12 minutes. Such an interval substantially 
reduces the peak load of traction network wires, 
transformers of traction substations, loss of electricity 
in all elements of the power supply system and 
improves the quality of electricity on the tires of 
traction substations. With this arrangement of train 
traffic, the peak load of the substations will be a one-
armed, when two oncoming trains are located 
between two substations, and two-armed –  when the 
oncoming trains are on opposite sides of the 
substation.
When implementing the interval of the package 
traffic schedule proposed in [3], the use of Scott and 
Woodbridge symmetrizing transformers in the 2x25 kV 
system on HSR, mainly due to the single-armed load 
of the traction substations, practically does not give 
them an advantage in reducing the negative sequence 
currents in the supply network. The reverse result is 
possible while ensuring the requirements of the STC 
on the need for parallel operation of traction 
substations. If for single-phase and three-phase 
transformers due to the alternation of phase loads 
from parallel operating substations, the currents of 
the reverse sequence of power supplies from the 
loads of different substations are folded vectorally at 
an angle of 120°, then for single-armed loads the 
currents of the reverse sequence of power supplies 
from balancing transformers are added arithmetically 
with a shift of 180° from the loads from one and the 
other side of the traction substation. Only when the 
loads are equal on both sides, which is possible on 
the HSR in single cases, a balancing effect is realized.
In [3] it is clearly shown that in the scheme for the 
2x25 kV Scott Woodbridge system the transformer is 
not connected to the rail. And then on the 50 kV side, 
the main equipment is required for this voltage class. 
Pic. 5. Schematic diagram of connection of a backup traction 
transformer in STP 2x25 kV with three-phase transformers.
A departure from the idea of a two-transformer traction substation in the 2x25 
kV system made it possible to offer installation of a third (backup) traction 
transformer in a system with three-phase transformers [6]. The redundancy scheme is 
shown in Pic. 5.
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In Russia there is no such class of voltage. The 
implementation of the scheme is possible only with 
the use of the main equipment of the 110 kV class, 
which is much more expensive. In order to use 
equipment of 35 kV class in RU2x25 kV in our country, 
transformers are connected to rails, which determines 
the unequal load of windings of transformers 
connected to the contact network and the supply wire.
The proposal of professor A. T. Burkov allows us 
to simply estimate the necessary power of three-
phase transformers in a 2x25 kV system on the HSR. 
Analysis of the main parameters of high-speed trains 
[3] shows that the maximum capacity of 18,24 MW is 
possessed by the train, produced in Japan in 1995. 
Based on this, to estimate the power of the three-
phase transformers in the 2x25 kV system, the 
maximum power of the electric train is 20 MW, 
consuming 727 A current from the windings of the 
transformer of the traction substations. We will take 
into account that in the case a train is located between 
autotransformers, a three-phase transformer 
connected between the contact wire and the rail is 
loaded with 10 % more than the transformer connected 
between the supply wire and the rails [7]. The latter 
is determined by the greater resistance of the unsplit 
supply wire and the autotransformer connected in turn 
with it. As a result, the load of the power arm, 
connected to the most loaded transformer between 
the contact wire and the rail, from one train will be 
400 A (55 % of the train current) with unilateral power 
supply of the traction network. In the future, under the 
load of the power arm is understood the load coming 
from the transformer, connected to the contact wires.
Let’s estimate the possibility of using 20 MW of 
electric power for two successive three-phase 
transformers with a capacity of 40 MVA at unilateral 
power supply of the traction network. The estimation 
is carried out for the most loaded transformer.
A standard three-phase transformer with a 
capacity of 40 MVA with a secondary winding voltage 
of 27,5 kV has a rated winding current of 485 A. Since 
the whole current of the supply arm (in contrast to a 
single-phase transformer) does not fall on the winding 
of a three-phase transformer, but 2/3 of it, noniml 
current of the phase is achieved with a single-armed 
load of 727 A, which is equal to the current of the train 
at its power of 20 MW. With the same load on both 
sides, the nominal current of the two most loaded 
phases of the transformer is achieved at currents of 
550 A on each arm.
With the arrangement of two trains with currents 
of 400 A on either side of the substation, the currents 
of the two most loaded phases will be less than their 
nominal values.
In case two trains are located between substations, 
two options for their mutual arrangement should be 
considered. The easier option is when trains are 
between autotransformers. Then a single load from 
two trains 800 A will exceed the nominal current of the 
most loaded phase of the transformer by 10 %. The 
maximum short-term peak of a single-armed load of 
the most loaded phase of the transformer will be when 
the oncoming trains are on one side directly from the 
traction substation. This causes a single-armed load 
from two trains. Between the series-connected 
transformers it is distributed inversely with respect to 
the resistance of the transformer connected to the 
contact wires and the total resistance of the circuit 
consisting of the resistance of the contact network–
rails to the nearest autotransformer, the resistance of 
the AT itself, the loop resistance, powering wire–rail 
to the nearest AT, resistance of the transformer, 
connected to supply wires. Since the resistance from 
the train to the side of the transformer connected to 
the supply wires is much larger, a significant part of 
the load of the two trains will have to be connected to 
the contact wires.
As shown in [7], the two closest to the AT 
substation will transmit 15 % of the load of each train 
to the transformer between the supply wire and the 
rail. As a result, the one-stage load of the transformer 
connected between the contact network and the rail 
will be 70 % of the sum of the two trains, which will 
exceed by 40 % the nominal current of the most 
loaded phase. The duration of this peak is seconds, 
since the oncoming train will go to another feeder 
zone, and the second train will reach the nearest AT 
station. The considered case will not affect the 
temperature of the windings and the aging of 
insulation, since it is unlikely and occurs when two 
other phases of the transformer are underloaded with 
the most loaded phase in the common oil bath.
It should be borne in mind that these overloads 
will only be for a 40 MVA transformer connected 
between the contact network and the rails at the 
capacity of electric trains of 20 MW, when there are 
two trains between the substations in case the traction 
network is supplied from one substation. With the 
capacity of electric trains of 12 MW there will be no 
overload, as in the case of unilateral power supply.
With two-sided feeding of the traction network, 
the transformer will not be overloaded and with two 
20 MW trains, when they are between autotrans-
formers. In case of simultaneous presence of two 
20 MW trains on one side, a short-term transformer 
overload is possible directly at the substation and with 
a bilateral power supply of the traction network, but 
less than 40 %. This overload is briefly permissible for 
Table 1
Comparison of capital costs for transformer equipment of traction substations STP 2x25 kV 
Circuit design Transformer type
Cost of  
transformer, rel. 
units
Quanty,
pcs
Otal, rel. 
units
ORDNZh-
25000/220
1 3
TDN-10000/220 0,656 2
TDNZh-25000/220 0,937 3
TDN-10000/220 0,656 2
Substation with 3 single-phase and 2 
three-phase transformers
4,123
4,313
Substation with 5 three-phase 
transformers
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the transformer,  even i f  three phases are 
simultaneously overloaded. Note that with three-
phase transformers, the probability of unidirectional 
feeding of the traction network is 2 times less than in 
single-phase transformers.
If necessary, the overload of the transformer 
connected to the contact network with two trains on 
one side of the substation can be eliminated by 
increasing the load of the transformer connected to 
the supply wire by reducing the resistance of the 
traction network between the series-connected 
transformers. This can be done by splitting the supply 
wire in the section between the substation and the 
nearest AT, installing a longitudinal compensation at 
the substation in the circuit feeding the wire-rails, 
and also reducing the distance from the substation 
to the nearest AT.
Thus, the power of two three-phase transformers 
of 40 MVA connected in series is sufficient to supply 
high-speed trains up to 20 MW with an interval 
between them no less than the train travel time along 
the longest inter-station zone.
By order of the authors, the manufacturer of the 
transformer equipment of CJSC Energomash 
(Yekaterinburg)–UralElectrotyazhMash estimated 
the relative cost of the ORDNZh-25000/220 
transformers; TDN-10000/220; TDTNZh-25000/220. 
Since at the moment the plant does not produce 
single-phase transformers of the ORDZH type with 
a capacity of more than 25 000 kVA, as a unit is taken 
a known cost of a single-phase transformer with a 
capacity of 25 000 kVA. Proceeding again from the 
known cost of three-phase transformers, their cost 
is determined in relative units. Since in both schemes 
2x25 kV can be executed in the same way, using 
domestic equipment, then two schemes are 
compared only for the cost of transformers. Two 
transformers TDN-10000/220 are necessary for 
supplying non-traction consumers to traction 
substations in both cases. The results of the relative 
cost estimation of transformers of traction 
substations STP 2x25 kV are given in Table 1.
The results in the table show that with the same 
cost of transformers for supplying non-traction 
consumers,  the var iant  wi th  s ingle-phase 
transformers is somewhat more expensive than the 
three-phase variant with the same power of the 
power transformers. It should be noted that a single-
phase transformer with a proposed capacity of 
48 MVA will be more expensive than a three-phase 
40 MVA.
Conclusions.
1. Considering the size of our country and 
population distribution in comparison with Japan and 
countries of Western Europe, as well as the 
population of Russia in comparison with China, it is 
not advisable to design a power supply system for 
the HSR with an interval of 5 minutes for the next 25 
years (transformer service life). It is more rational 
and economical for Russia to design the power 
supply system of the HSR to start from the proposed 
scheme for organizing train traffic, when the interval 
of passing trains is determined by the time of the 
train travel through the longest inter-station zone. 
Depending on the speed of the train, this interval will 
be 9–14 minutes.
2. Taking into account a number of significant 
advantages of the considered scheme with three-
phase transformers and especially reliable operation 
of VCL devices of three-phase transformers, the 
authors propose for the system of electric power 
supply of high-speed main lines of Russia a scheme 
with two working commercially available for the 
traction power supply system 25 kV with three-phase 
transformers of 40 MVA, connected in series, and 
one backup transformer of the same power. At the 
same time, if in an ordinary 25 kV system the installed 
capacity of transformers at substations is 80 MVA, 
then it will become 120 MVA at the HSR, which 
corresponds to the world practice.
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